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SECTION SF 30 BLOCK 14 CONTINUATION PAGE

SUMMARY OF CHANGES

AM:ENDMENT 0003 TO DRAWINGS AND SPECIFICATIONS FOR FY 03 C-17
ADD/ALTER NOSE DOCK (Bldg 3211), McGUIRE AFB, NEW JERSEY — DACA51-03-
B-0003

TO OFFERORS

BIDDER’S QUESTIONS AND GOVERNMENT REPLY

(Questions that may be of genera interest of all bidders’Government and that are not readily answered by
proceeding documents issued will appear below. These questions may have been paraphrased or altered to represent
several questions regarding the same subject and/or clarify and simplify the question(s). Questions and answers are
issued to the Offerors/Bidders for information only.)

1 Print SD101 - The North exterior Building Structure Note states to be removed by owner or contractor.
Existing slab and foundation to remain, but on print CD 101 states building and slab to be removed.

1. Who removes building and structure?
2. Doesslab remain?

Response: The Contractor; see Sheet AD101, Demolition Plan, Elevations and Sections, Keyed Notes
0011 "Existing building to be removed, remove all associated walls, roof, doors, windows and
foundations."

2. Please indicate on drawing with regard to access to the site for large equipment and oversized structural steel.
Isthere a haul route to access the west side of the hangar?

Response: For unusual loads and access to the west side of the hangar, must be coordinated with the
Contracting Officer.

3. I's the communication line voice only?
Response: Yes

4, Does the communication line necessarily need to be CAT 5? If so, they do not fabricate a CAT 5 50 pair
cable. Therefore 2 CAT 25 pr. cable would be used, is this acceptable?

Response: See Specification Section 16741, Paragraph 2.5.1, " .....Cables shall be provided in rrultiples
of 25 pairs. Riser cableswill be UL type 24 AWG CMR, category 5erated.”

5. Also in order to maintain a CAT 5 the distance would have to be under 300". This does not appear possible.
Please advise.

Response: The measured distance isunder 300 feet.

6. Spec Section 16741, Paragraph 2.2.1 states cable ID's shall be in accordance with EIA/TIA 606. Isthisto be
in full compliance or isMcGuire AFB standards to be used? Please advise.

Response: See Section 16741, Paragraph 2.2.1, " ...Cable ID's shall be in accordance with EIA/TIA 606
or McGuire AFB standards.”
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7. In accordance with ETL 98-8, Fire Protection Engineering criteria Section A1, Paragraph A1.2.1.1 sufficient
pitch is needed to prevent accidental fuel spills from entering the hangar. As per print CS 101, Detail 2, there
ispitch.

1. Istheexisting pitch sufficient?
2. If so, doesit drain to a safe location?
3. If not, isatrench drain required?

Response: ETL 98-8 does not apply to this project. Therequired ramp slope and drain system meets
therequirementsof ETL 01-2.

8. As per Spec Section 07413, Paragraph 2.2, new siding color shall match existing. Please provide the existing
panels profile number.

Response:  No known information regarding existing panel profile number is existing. See
Specification Section 07413A, Paragraph 1.2.2 requiring the new panels to match the existing building
and Paragraph 2.2 to match the existing exterior color finish.

9. Contract Spec 13966-3, Paragraph 1.2b indicates to "provide a high expansion foam (HEF) system to protect
al areas of the aircraft servicing area (Hangar Box) as shown on the drawings." It is interpreted that the
number and location of the foam generators has been predetermined by design and calculation and will not be
atered. No field flow test data for the existing fire pumps has been provided in the bid documents, to
determine if there is adequate pressure. If inadequate pressure is not available, will the Government be
installing new pumps at Building 3102 to meet the demand or will Government be issuing a modification to
install a booster pump at Hangar 3211?

Response: The high expansion foam system is required by Section 13966, Paragraph 1.2.b. to meet the
requirementsof ETL 01-2 and to pass system testing per Part 3. The Contractor isrequired to provide
calculations to support the HEF system he intends to install, including quantity of generators, per
Paragraph 1.2.b. These calculations will be based on the actual piping configuration, HEF generators
and other equipment he intends to provide. Deviations from HEF generator locations shown on
drawings shall be coordinated with the aircraft location, catwalks, structure, etc. before submitting for
approval. Accessto each generator will be required.

Per 13966, Paragraph 11.2.c, water supply is from Building 3102. Contractor shall assume existing
water supply is per Sheet FP601 description. Calculations shall utilize existing configuration of water
supply. Reliable flow test data is not available for these pumps. If the pumps do not perform per their
curves, they will bereplaced in a separate project.

10a. The project will result in increasing the lift on crane 1008 (dwg AE301) in the high bay by
approximately 14' 9" which will more than likely require a new and larger hoist. Is a new
hoist to be supplied? We didn't see it in the spec.

10b. If a new larger hoist is put on the crane, Consideration should be given to hook approach in the east/west
direction which will be reduced by the larger hoist. If loss of hook approach is unacceptable, we could quote a
hoist rotated 90 degrees. Please advise.

10c. The heavier hoist may require an increase in the capacity of the existing crane bridge and/or crane runway
girders. Has this been considered and isit part of the project scope?

Response: Sheet AE302 Keyed Notes 1008 states " RELOCATED EXIST. BRIDGE CRANE, MODIFY
AS REQ'D FOR RE-INSTALLATION". Specification Section 14630A OVERHEAD ELECTRIC
CRANES coversthe work associated with this overhead electric crane (ref. paragraph 1.5b.).
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(End of Summary of Changes)



